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Flourentzos Flourentzou: 
Innovation park EPFL
Lausanne, Switzerland

EXAMPLES OF NATURALLY COOLED BUILDINGS 

100% ECONOMY IN CENTRAL EUROPE CLIMATE

50% ECONOMY IN MEDITERRANEAN CLIMATE
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100% glazing in the East en in the South facades , with no visible opening
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���� 100% glazing in the East en in the South with no visible opening
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no visible duct, no visible ventilation grid
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pure external vue, without window frames, without accessories
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… la vision globale d'un projet est pour nous la plus importante et chaque cas est 

différent! Ce que les tableaux de calculs ne peuvent transcrire. L'architecture et les 

qualités des espaces, les atmosphères et les sensations personnelles n'entrent pas 

compte, car les critères sont subjectifs, ce qui prouve qu'il n'y a pas de recettes 

miracles et que l'on ne peut pas tout réduire par des calculs et des labels…

… nous essayons toujours de trouver des solutions les moins techniques possibles 

pour nos bâtiments. Nous trouvons cela beaucoup plus écologique…

patricia capua mann

graeme mann & patricia capua mann

architectes epfl fas sia

ch de monribeau 2

1005 lausanne

Because

But how ?
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Q1 = 2 X 12’237 m3/h at �� = 6 C, 50% ach in 9 minutes 

simulation: www.dialplus.ch
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the eco-structure / dynamic solar shading / ventilation duct / acoustic absorber
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the ventilation inlet grid / storage room door
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building physics is part of personal sensations, atmospheres and space quality 
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flash ventilation when CO2>800 ppm / night ventilation during summer
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local heat discharge when sun is striking the facade
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• v

overheating: night ventilation cooling strategy - 55 h / no strategy 1099 h

www.dialplus.ch

Nignt ventillation cooling strategy

DIAL+ sumulation: EN 15251 thermal confort

No ventillation cooling strategy

DIAL+ sumulation: EN 15251 thermal confort
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• v

overheating: night ventilation cooling strategy - 55 h / no strategy 1099 h

simulation: www.dialplus.ch



15
stratification stragegy: cool the occupied area, avoid ceiling heat trap

Zone 4

External

Zone 3

Zone 2

Zone 1

10-30’000 m3/h

800-3000 m3/h

Air temperature during a hot summer day

simulation: lecocool - lesowww.epfl.ch
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Centre médical des Grangettes SA
Chemin des Grangettes
1224  Chêne-Bougeries 

Eric Dunant
Pont-de-Ville 13
1224 Chêne-Bougeries
Estia SA
Parc scientifique EPFL
1015 Lausanne
2003
2004-2005
Route de Chêne 110
1224 Chêne-Bougeries
Fr. 3'100'000.-

Maître de l'ouvrage

Architecte

Physique du bâtiment

Projet
Réalisation

Adresse

Coût de construction

Centre médical des Grangettes
Construction du bâtiment d'accueil
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one of the first eco-buildings labeled Minergie in Geneva
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solar shading, color selection, external environment design


